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16 141 Bldg 1,2,3 A-3 Utility Sink 41 O'Connor Rd, Fairport 14450 143 120 1.2 150

1 1 Bldg 1,2,3 A-Hall outside of A-5 Drinking Fountain 41 O'Connor Rd, Fairport 14450 1 260 1 8

1 2B Bldg 1,2,3 D-2 3 Bay Sink, Faucet Left 41 O'Connor Rd, Fairport 14450 3 350 1.8 10

1 2A Bldg 1,2,3 D-2 3 Bay Sink, Faucet Right 41 O'Connor Rd, Fairport 14450 2 410 1.3 9

1 3 Bldg 1,2,3 D-2 Ice Machine 41 O'Connor Rd, Fairport 14450 4 10 1 11

1 4B Bldg 1,2,3 D-8 3 Bay Sink, Faucet Left 41 O'Connor Rd, Fairport 14450 6 460 2.2 13

1 4A Bldg 1,2,3 D-8 3 Bay Sink, Faucet Right 41 O'Connor Rd, Fairport 14450 5 420 2.7 12

1 5 Bldg 1,2,3 D-8 Ice Machine 41 O'Connor Rd, Fairport 14450 7 400 4.2 14

1 6 Bldg 1,2,3 E-5 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 8 56 1.4 15

1 7 Bldg 1,2,3 E-6a Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 9 230 4.5 16

1 8 Bldg 1,2,3 F-3, toward H-6C Laundry sink 41 O'Connor Rd, Fairport 14450 10 390 4.5 17

2 12B Bldg 1,2,3 G-1 3 Bay Sink, Faucet Left 41 O'Connor Rd, Fairport 14450 15 550 3.6 22

2 12A Bldg 1,2,3 G-1 3 Bay Sink, Faucet Right 41 O'Connor Rd, Fairport 14450 14 470 1.1 21

2 11 Bldg 1,2,3 G-1 Ice machine 41 O'Connor Rd, Fairport 14450 13 10 5.7 20

2 10 Bldg 1,2,3 G-1 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 12 440 1.0 19

2 13B Bldg 1,2,3 G-17 Single Kitchen sink drinking fountain 41 O'Connor Rd, Fairport 14450 17 400 1.0 24

2 13A Bldg 1,2,3 G-17 Single Kitchen Sink faucet 41 O'Connor Rd, Fairport 14450 16 360 1.0 23

2 14B Bldg 1,2,3 G-18 Single Kitchen sink drinking fountain 41 O'Connor Rd, Fairport 14450 19 140 1.0 26

2 14A Bldg 1,2,3 G-18 Single Kitchen Sink faucet 41 O'Connor Rd, Fairport 14450 18 290 1.0 25

3 15B Bldg 1,2,3 G-19 Single Kitchen sink drinking fountain 41 O'Connor Rd, Fairport 14450 21 160 1.0 28

2 15A Bldg 1,2,3 G-19 Single Kitchen Sink faucet 41 O'Connor Rd, Fairport 14450 20 250 1.0 27

10 81 Bldg 1,2,3 G-20 Kitchen Sink 41 O'Connor Rd, Fairport 14450 85 280 1.0 92

3 16B Bldg 1,2,3 G-22 Single Kitchen sink drinking fountain 41 O'Connor Rd, Fairport 14450 23 290 1.1 30

3 16A Bldg 1,2,3 G-22 Single Kitchen Sink faucet 41 O'Connor Rd, Fairport 14450 22 250 1.5 29

10 82 Bldg 1,2,3 G-Hall outside G-22 Drinking Fountain 41 O'Connor Rd, Fairport 14450 86 190 1.8 93

2 9 Bldg 1,2,3 G-Hall outside H-2 Drinking fountain 41 O'Connor Rd, Fairport 14450 11 110 1.0 18

3 17 Bldg 1,2,3 H-2 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 24 67 2.4 31

3 18 Bldg 1,2,3 H-9 Drinking Fountain 41 O'Connor Rd, Fairport 14450 25 190 1.0 32

3 19 Bldg 1,2,3 H-9 Hot Beverage Vending Machine 41 O'Connor Rd, Fairport 14450 26 16 3.4 33

11 99 Bldg 1,2,3 J-10 Kitchen Sink, Left 41 O'Connor Rd, Fairport 14450 103 280 5.7 110

11 100 Bldg 1,2,3 J-10 Kitchen Sink, Right 41 O'Connor Rd, Fairport 14450 104 230 4.3 111

11 98 Bldg 1,2,3 J-14 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 102 170 1.8 109

11 97 Bldg 1,2,3 J-14 Sink Faucet 41 O'Connor Rd, Fairport 14450 101 190 1.6 108

11 96 Bldg 1,2,3 J-15 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 100 130 2.3 107

11 95 Bldg 1,2,3 J-15 Sink Faucet 41 O'Connor Rd, Fairport 14450 99 160 1.3 106

11 92 Bldg 1,2,3 J-16 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 96 110 2.4 103

11 91 Bldg 1,2,3 J-16 Kitchen Sink 41 O'Connor Rd, Fairport 14450 95 170 1.2 102

11 93 Bldg 1,2,3 J-17 Kitchen Sink, Left 41 O'Connor Rd, Fairport 14450 97 1100 1.0 104

11 94 Bldg 1,2,3 J-17 Kitchen Sink, Right 41 O'Connor Rd, Fairport 14450 98 460 1.0 105

3 22B Bldg 1,2,3 J-8 3 Bay Sink, Faucet Left 41 O'Connor Rd, Fairport 14450 29 350 1.7 36

3 22A Bldg 1,2,3 J-8 3 Bay Sink, Faucet Right 41 O'Connor Rd, Fairport 14450 28 200 5.0 35

12 104 Bldg 1,2,3 J-8 Coffee Machine 41 O'Connor Rd, Fairport 14450 108 44 1.0 115

3 21 Bldg 1,2,3 J-8 Ice Machine 41 O'Connor Rd, Fairport 14450 27 10 1.0 34
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12 102 Bldg 1,2,3 J-8 Kitchen Sink near Coffee Station 41 O'Connor Rd, Fairport 14450 106 640 4.4 113

12 103 Bldg 1,2,3 J-8 Sink at Cook Station 41 O'Connor Rd, Fairport 14450 107 770 14.0 114

12 101 Bldg 1,2,3 J-9 Kitchen Sink 41 O'Connor Rd, Fairport 14450 105 810 9.4 112

4 23 Bldg 1,2,3 L-1 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 30 210 1.6 37

13 118 Bldg 1,2,3 M-1 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 120 150 1.2 127

13 117 Bldg 1,2,3 M-1 Kitchen Sink 41 O'Connor Rd, Fairport 14450 119 250 1.3 126

12 110 Bldg 1,2,3 M-11 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 114 160 2.4 121

12 109 Bldg 1,2,3 M-11 Kitchen Sink 41 O'Connor Rd, Fairport 14450 113 160 3.1 120

12 108 Bldg 1,2,3 M-12 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 112 180 1.3 119

12 107 Bldg 1,2,3 M-12 Kitchen Sink 41 O'Connor Rd, Fairport 14450 111 190 4.0 118

12 106 Bldg 1,2,3 M-13 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 110 160 1.0 117

12 105 Bldg 1,2,3 M-13 Kitchen Sink 41 O'Connor Rd, Fairport 14450 109 300 1.0 116

9 79 Bldg 1,2,3 M-2 Kitchen Sink, East 41 O'Connor Rd, Fairport 14450 83 170 1.0 90

9 78 Bldg 1,2,3 M-2 Kitchen Sink, south 41 O'Connor Rd, Fairport 14450 82 770 1.8 89

9 80 Bldg 1,2,3 M-2 Utility Sink 41 O'Connor Rd, Fairport 14450 84 230 1.0 91

13 116 Bldg 1,2,3 M-4 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 118 140 1.0 125

13 115 Bldg 1,2,3 M-4 Kitchen Sink 41 O'Connor Rd, Fairport 14450 117 220 1.0 124
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13 114 Bldg 1,2,3 M-5 NOT SAMPLED Drink Fountain 41 O'Connor Rd, Fairport 14450

13 113 Bldg 1,2,3 M-5 NOT SAMPLED Kitchen Sink 41 O'Connor Rd, Fairport 14450

13 112 Bldg 1,2,3 M-8 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 116 190 1.0 123

13 111 Bldg 1,2,3 M-8 Kitchen Sink 41 O'Connor Rd, Fairport 14450 115 210 1.0 122

13 119 Bldg 1,2,3 M-Hall near M4 Drinking Fountain, Left 41 O'Connor Rd, Fairport 14450 121 62 8.4 128

13 120 Bldg 1,2,3 M-Hall near M4 Drinking Fountain, Right 41 O'Connor Rd, Fairport 14450 122 230 2.4 129

10 84 Bldg 1,2,3 P-1 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 88 220 2.6 95

10 83 Bldg 1,2,3 P-1 Kitchen Sink 41 O'Connor Rd, Fairport 14450 87 260 2.0 94

4 24 Bldg 1,2,3 P-10 Kitchen Sink, 1 faucet, Left 41 O'Connor Rd, Fairport 14450 31 170 1.0 38

10 90 Bldg 1,2,3 P-10 Kitchen Sink, Right 41 O'Connor Rd, Fairport 14450 94 350 1.0 101

4 25 Bldg 1,2,3 P-14 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 32 480 2.1 39

10 86 Bldg 1,2,3 P-2 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 90 380 4.1 97

10 85 Bldg 1,2,3 P-2 Kitchen Sink 41 O'Connor Rd, Fairport 14450 89 430 13.0 96

10 88 Bldg 1,2,3 P-3 Drinking Fountain at Sink 41 O'Connor Rd, Fairport 14450 92 470 1.5 99

10 87 Bldg 1,2,3 P-3 Kitchen Sink 41 O'Connor Rd, Fairport 14450 91 710 4.3 98

4 26B Bldg 1,2,3 P-4G Single Kitchen sink drinking fountain 41 O'Connor Rd, Fairport 14450 34 130 1.0 41

4 26A Bldg 1,2,3 P-4G Single Kitchen Sink faucet 41 O'Connor Rd, Fairport 14450 33 160 1.0 40

10 89 Bldg 1,2,3 P-5 Kitchen Sink 41 O'Connor Rd, Fairport 14450 93 190 1.0 100

4 27 Bldg 1,2,3 Q-10 Single Kitchen Sink 1 faucet, near door 41 O'Connor Rd, Fairport 14450 35 270 1.0 42

9 77 Bldg 1,2,3 Q-10 Sink near window 41 O'Connor Rd, Fairport 14450 81 280 1.0 88

4 28 Bldg 1,2,3 Q-4 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 36 150 1.0 43

9 76 Bldg 1,2,3 Q-Hall across Q-11 Drinking Fountain 41 O'Connor Rd, Fairport 14450 80 110 1.7 87

9 75 Bldg 1,2,3 R-1 Sink 41 O'Connor Rd, Fairport 14450 79 190 3.9 86

9 74 Bldg 1,2,3 R-25 Sink 41 O'Connor Rd, Fairport 14450 78 220 7.1 85

9 73 Bldg 1,2,3 R-4 Kitchen Sink 41 O'Connor Rd, Fairport 14450 77 270 3.2 84

4 29 Bldg 1,2,3 R-6E

Sink w/ filtered facuet - sample not through 

filter 41 O'Connor Rd, Fairport 14450 37 200 1.1 44

4 30 Bldg 1,2,3 R-Hall outside of R-4 Drinking Fountain 41 O'Connor Rd, Fairport 14450 38 680 2.8 45

14 121 Bldg 1,2,3 T-5 Kitchen Sink Faucet, Staff Break Rm 41 O'Connor Rd, Fairport 14450 123 160 1.7 130

4 31 Bldg 1,2,3 U3 Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 39 150 1.0 46

5 32 Bldg 1,2,3 U-9D Single Kitchen Sink, 1 faucet 41 O'Connor Rd, Fairport 14450 40 220 1.5 47

5 33 Bldg 1,2,3 V-Hall outside of V-8 Drinking Fountain 41 O'Connor Rd, Fairport 14450 41 320 8.8 48

Bldg 1,2,3 Count 90

5 35 Bldg 4,5,6 W outside of W-13 Drinking Fountain 38 O'Connor Rd, Fairport 14450 42 300 1.0 49

5 36 Bldg 4,5,6 W outside of W-5B Drinking Fountain 38 O'Connor Rd, Fairport 14450 43 420 1.0 50

5 37 Bldg 4,5,6 X-10 Drinking Fountain 38 O'Connor Rd, Fairport 14450 44 550 8.7 51

15 131 Bldg 4,5,6 X-10 Sink, Center Faucet 38 O'Connor Rd, Fairport 14450 133 390 51.0 140

14 130 Bldg 4,5,6 X-10 Sink, Left Faucet 38 O'Connor Rd, Fairport 14450 132 230 36.0 139

15 132 Bldg 4,5,6 X-10 Sink, Right Faucet 38 O'Connor Rd, Fairport 14450 134 230 17.0 141

15 134 Bldg 4,5,6 X-9 Sink, Center Faucet 38 O'Connor Rd, Fairport 14450 136 110 7.1 143

15 133 Bldg 4,5,6 X-9 Sink, Left Faucet 38 O'Connor Rd, Fairport 14450 135 100 8.9 142

15 135 Bldg 4,5,6 X-9 Sink, Right Faucet 38 O'Connor Rd, Fairport 14450 137 460 32.0 144

5 38 Bldg 4,5,6 X-Hall outisde of X-6 Drinking Fountain 38 O'Connor Rd, Fairport 14450 45 56 1.0 52
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14 124 Bldg 4,5,6 Y-11 Sink, Center Faucet 38 O'Connor Rd, Fairport 14450 126 110 16.0 133

14 123 Bldg 4,5,6 Y-11 Sink, Left Faucet 38 O'Connor Rd, Fairport 14450 125 200 34.0 132

14 125 Bldg 4,5,6 Y-11 Sink, Right Faucet 38 O'Connor Rd, Fairport 14450 127 130 16.0 134

5 39 Bldg 4,5,6 Y-2 Laundry sink, 38 O'Connor Rd, Fairport 14450 46 290 6.5 53

5 40 Bldg 4,5,6 Y-8 Drinking Fountain 38 O'Connor Rd, Fairport 14450 47 170 3.5 54

14 129 Bldg 4,5,6 Y-8 Drinking Fountain 38 O'Connor Rd, Fairport 14450 131 96 1.2 138

14 127 Bldg 4,5,6 Y-8 Sink, Center Faucet 38 O'Connor Rd, Fairport 14450 129 210 4.0 136

14 126 Bldg 4,5,6 Y-8 Sink, Left Faucet 38 O'Connor Rd, Fairport 14450 128 480 18.0 135

14 128 Bldg 4,5,6 Y-8 Sink, Right Faucet 38 O'Connor Rd, Fairport 14450 130 96 5.7 137

14 122 Bldg 4,5,6 Y-Hall outside Y-02 Drinking Fountain 38 O'Connor Rd, Fairport 14450 124 190 6.4 131

Bldg 4,5,6 Count 20

15 136 Bldg 7 J1 Restroom Sink 38 O'Connor Rd, Fairport 14450 138 47 8.0 145

6 42 Bldg 7 J-1 Laundry sink 38 O'Connor Rd, Fairport 14450 48 36 3.3 55

Bldg 7 Count 2

6 43 Bldg 9,10 A-10 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 49 410 2.4 56

6 44 Bldg 9,10 A-4 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 50 280 14.0 57

15 138 Bldg 9,10 A-5 Kitchen Sink 25 O'Connor Rd, Fairport 14450 140 90 1.0 147

6 45 Bldg 9,10 A-7 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 51 260 1.1 58

6 47 Bldg 9,10 A-9 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 52 480 11.0 59

6 48 Bldg 9,10 A-Hall outside of A-6 Drinking Fountain 25 O'Connor Rd, Fairport 14450 53 750 1.0 60

6 49 Bldg 9,10 B-7 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 54 710 2.7 61
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6 50 Bldg 9,10 B-Hall outside of B-1 Drinking Fountain 25 O'Connor Rd, Fairport 14450 55 210 1.0 62

7 53 Bldg 9,10 C-3B Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 56 110 9.4 63

16 142 Bldg 9,10 C-3B1 Kitchen Sink, Left 25 O'Connor Rd, Fairport 14450 144 470 2.2 151

16 143 Bldg 9,10 C-3B1 Kitchen Sink, Right 25 O'Connor Rd, Fairport 14450 145 440 1.7 152

7 54 Bldg 9,10 C-6 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 57 260 1.0 64

7 57B Bldg 9,10 D-10 3 Bay Sink, Faucet Left 25 O'Connor Rd, Fairport 14450 61 510 11.0 68

7 57A Bldg 9,10 D-10 3 Bay Sink, Faucet Right 25 O'Connor Rd, Fairport 14450 60 720 13.0 67

7 56 Bldg 9,10 D-10 Ice maker 25 O'Connor Rd, Fairport 14450 59 10 1.0 66

7 58 Bldg 9,10 D-3 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 62 460 23.0 69

7 59 Bldg 9,10 D-8 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 63 110 10.0 70

7 55 Bldg 9,10 E-Hall Drinking Fountain 25 O'Connor Rd, Fairport 14450 58 120 1.0 65

7 60 Bldg 9,10 F-1 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 64 440 31.0 71

8 61 Bldg 9,10 F-5 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 65 180 1.4 72

8 62 Bldg 9,10 F-6 Single Kitchen Sink, 1 faucet 25 O'Connor Rd, Fairport 14450 66 300 1.1 73

8 63 Bldg 9,10 F-Hall outside of F-3 Drinking Fountain 25 O'Connor Rd, Fairport 14450 67 420 1.0 74

Bldg 9,10 Count 22

8 64 Harris A-2 Single Kitchen Sink, 1 faucet 2596 Barid Rd, Penfield 14526 68 46 1.0 75

8 65 Harris B-Hall outside of B-7 Drinking Fountain 2596 Barid Rd, Penfield 14526 69 40 1.0 76

Harris Count 2

8 66 Linden Park 11 A-12 Single Kitchen Sink, 1 faucet 11 Linden Pk, Rochester 14625 70 210 1.2 77

16 139 Linden Park 11 C-Hall outside C-10 Drinking Fountain 11 Linden Pk, Rochester 14625 141 240 1.0 148

8 67 Linden Park 11 C-Hall outside C-10 Drinking Fountain, Left 11 Linden Pk, Rochester 14625 71 210 1.0 78

Linden Park 11 Count 3

8 68 Linden Park 15 B-12 Single Kitchen Sink, 1 faucet 15 Linden Pk, Rochester 14625 72 170 1.8 79

16 140 Linden Park 15 B-12? Coffee Maker 15 Linden Pk, Rochester 14625 142 130 1.1 149

8 69 Linden Park 15 C-Hall outside of C-4 Drinking Fountain 15 Linden Pk, Rochester 14625 73 840 1.0 80

8 70 Linden Park 15 D-8 Single Kitchen Sink, 1 faucet 15 Linden Pk, Rochester 14625 74 720 4.8 81

Linden Park 15 Count 4

3 20 NOT USED

5 34 NOT USED

5 41 NOT USED

6 46 NOT USED

6 51 NOT USED

7 52 NOT USED

NOT USED Count 6

15 137 Transportation T-02A Bottle Filling Station 79 O'Connor Rd, Fariport 14450 139 520 1.0 146

9 72 Transportation T-02A Drinking and Bottle Filling Fountain 79 O'Connor Rd, Fariport 14450 76 700 1.0 83

9 71 Transportation T-02A Kitchen Sink 79 O'Connor Rd, Fariport 14450 75 70 1.0 82

Transportation Count 3

Grand Count 152
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42310 Bldg 4,5,6 X-9 Auto Shop Sink w/ 3 facuets 460 32.0

42311 Bldg 4,5,6 X-10 Auto Shop Sink w/ 3 facuets 390 51.0

42312 Bldg 4,5,6 Y-11 Auto Shop Sink w/ 3 facuets 200 34.0

42313 Bldg 4,5,6 Y-8 Auto Shop Sink w/ 3 facuets 480 18.0

42314 Bldg 9,10 D-3 OCA Classroom 460 23.0

42315 Bldg 9,10 F-1 OCA Art Room 440 31.0
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Level = 
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ug/L<
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Building Room Fixture Copper Lead

42316 Bldg 1,2,3 J-8 Main Kitchen Hand washing sink 770 14.0

42318 Bldg 1,2,3 J-17 Creekside Treasure Chest Project Sink 1100 1.0

42317 Bldg 1,2,3 P-2 Creekside Classroom Sink 430 13.0

42319 Bldg 9,10 A-4 OCA Reading Classroom 14.0 57

42320 Bldg 9,10 A-9 OCA Classroom 280 14.0

42321 Bldg 9,10 D-10 OCA Culinary Lab Sink w/2 faucets 720 13.0

103

93

85

Sample#

135

130, 131, 132

123, 124, 125

126

58

Locations posted WATER NOT SUITABLE FOR DRINKING signs 04/21/2016

Replace the 4" center faucet on the hand washing sink with "lead-free" (0.25% maximum lead), 8" gooseneck, foot pedal operated.

44

47

57A, 57B

Replace the three, wall mounted, 4" center, faucets on the wash up trough sink with "lead-free" (0.25% maximum lead), 8" gooseneck, 4" wrist action handled faucets.  

These might be best sourced from a commercial kitchen, hand washing sink, type which meet NSF standards.

Replace the single, deck mounted, 8" center faucet on the drop in counter top stainless steel sink with a "lead-free" (0.25% maximum lead), not less than 8" 

gooseneck, single lever, wrist action handled faucet.  

NSF National Sanitation Foundations International 

60

Locations below EPA Action Level but plan to include in                                                clean and/or change out 

faucets and retest
Sample#

Monroe #1 BOCES Summary of Water testing results from March 30-31, 2016
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1 2 Bldg 9,10 D-03 25 O'Connor Rd 2 16.5 6 44909 44916

1 3 Bldg 9,10 D-10A 25 O'Connor Rd 3 1.0 7

1 4 Bldg 9,10 D-10B 25 O'Connor Rd 4 1.0 8

1 5 Bldg 9,10 F-1 Single Kitchen Sink, 1 faucet 25 O'Connor Rd 5 66.0 9 44911 44917

1 6 Bldg 9,10 A-04 25 O'Connor Rd 6 1.0 10

1 7 Bldg 9,10 A-09 25 O'Connor Rd 7 8.0 11

1 8 Bldg 4,5,6 X-09A 38 O'Connor Rd 8 2.6 12

1 9 Bldg 4,5,6 X-09B 38 O'Connor Rd 9 3.1 13

1 10 Bldg 4,5,6 X-09C 38 O'Connor Rd 10 1.0 14

2 11 Bldg 4,5,6 X-10A* 38 O'Connor Rd 11 31.0 15 44906 44914

2 12 Bldg 4,5,6 X-10B 38 O'Connor Rd 12 5.5 16

2 13 Bldg 4,5,6 X-10C 38 O'Connor Rd 13 2.7 17

2 14 Bldg 4,5,6 Y-11A 38 O'Connor Rd 14 23.6 18 44907 44915

2 15 Bldg 4,5,6 Y-11B 38 O'Connor Rd 15 5.3 19

2 16 Bldg 4,5,6 Y-11C 38 O'Connor Rd 16 8.6 20

2 17 Bldg 4,5,6 Y-08A 38 O'Connor Rd 17 5.2 21

2 18 Bldg 4,5,6 Y-08B 38 O'Connor Rd 18 6.2 22

2 19 Bldg 4,5,6 Y-08C 38 O'Connor Rd 19 5.1 23

2 20 Bldg 1,2,3 J-17L 41 O'Connor Rd 20 1.0 24

1 1 Bldg 1,2,3 J-08 Main Kitchen Hand washing sink 41 O'Connor Rd 1 1.8 5

1 21 Bldg 1,2,3 P-02 41 O'Connor Rd 21 17.0 25 44905 44913
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*A is left faucet, B is center faucet on triple faucet sinks and the right faucet on dual faucet sinks, and C is the right faucet on triple faucet sinks.
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Monroe #1 BOCES Water Testing by 

Paradigm Enivronmental Svs, Inc. Sampled 09/20/2016, Analyzed 10/6/2016, Reported 10/07/2016
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