
EPA Action 

Level = 15 

ug/L<

Sample ID  Building Room Fixture Address

Result 

Lead 

ug/L

1 420-119595-1

Foreman 

Center 

Bldg 1,2,3 P-02

Single 

Kitchen Sink, 

1 faucet 41 O'Connor Rd 4.1 5 NA NA

1 420-119595-2

Foreman 

Center 

Bldg 8 A-05

Right sink, 

Women's 

Locker Room

41 O'Connor Rd - 

Pool Bldg 2.9 6 NA NA

1 420-119595-3

Foreman 

Center 

Bldg 4,5,6 Y-11A*

Left faucet of 

three faucet 

sink 38 O'Connor Rd 1.0 7 NA NA

1 420-119595-4

Foreman 

Center 

Bldg 4,5,6 X-10A*

Left faucet of 

three faucet 

sink 38 O'Connor Rd 1.0 8 NA NA

1 420-119595-5

Alternate 

High           

Bldg 9,10 C-01

Single 

Kitchen Sink, 

1 faucet 25 O'Connor Rd 1.0 9 NA NA

1 420-119595-6

Alternate 

High           

Bldg 9,10 D-03

Single 

Kitchen Sink, 

1 faucet 25 O'Connor Rd 6.5 10 NA NA

1 420-119595-7

Alternate 

High           

Bldg 9,10 F-01

Single 

Kitchen Sink, 

1 faucet 25 O'Connor Rd 8.3 11 NA NA

*A is left faucet, B is center faucet on triple faucet sinks and the right faucet on dual faucet sinks, and C is the 

right faucet on triple faucet sinks.
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